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Issue: Transition from metal pipe to PVC plastic pipe or CPVC plastic pipe 

 

 

Guideline: The transition from metal pipe to PVC plastic pipe shall be made with a listed 

schedule 80 PVC male adapter or a listed factory cut schedule 80 PVC nipple. 

The transition from metal pipe to CPVC plastic pipe shall be made with a listed molded 

fitting that does not reduce the wall thickness of the material at the threads 
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